


4.2 Operation (LED model)

Beeping :
Beeping Description
Continuous beeping Fault mode
Battery low voltage in DC mode
Beep every second
Overload
Beep every two minutes Bypass mode
Beep every four seconds Other beeping
UPS working status table of LED indicator :
Panel display
Working mode Inverter | Battery | Bypass | Fault Beeping
LED LED LED LED
AC mode
Normal working [ ] N/A
. Beep every second/Beep every
Warnings ® * four seconds
Battery mode
?/(\)/‘?vrccllr;tgasgzxcept the battery [ ] [ ] * Beep every four seconds
Battery low voltage warning [ ] * * Beep every second
Bypass mode
Normal working [ ] Beep every two minutes
. Beep every second/Beep every
Warnings ® * four seconds
ECO mode
Normal working [ ] [ J N/A
. Beep every second/Beep every
Warnings ® ® * four seconds
Other mode
Battery self-checking mode/
Boot process * * * * Beep every four seconds
Fault mode [ ] Continuous beeping
@ Indicator continuous ON. % Indicator flashing.

3.5 UPS working status table of LCD display

AC mode

LCD display content Instruction

dcl” 500
(2]

UPS can provide stable AC output when AC inputin
the permissible range. In the AC mode, battery will
— also be charged by the UPS.
@—»—»Q by S "
L=y |Eluﬁii|
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Battery Mode

LCD display content

Instruction

230~ COne
CCu Juy

(]
1
—»Q 20,

e Eeadll,

When the AC input is out of limited range or shut off,
the UPS will turn to the battery mode. The batteries
support output loading and will have beep every 4
seconds.

Bypass Mode

LCD display content

Instruction

33 Crmnr.
oy et

)
= 1T 1
& Q 20z
Loy |Elgﬁﬂ-i|

When the AC input keeps normal, start the bypass
mode and UPS closed. The UPS will turn to the bypass
mode, and have beep every 2 mins.

Error Condition

LCD display content

Instruction

1 11
'L“_lq 1
(5]
- 1

Bt oy sl

When the UPS have fault, LCD display will show the
faultinformation.

3.6 Parameter query

Normally the LCD display can show 8 pages totally. Press the query bottom <€ or B for 0.1~2 sec can change to the
different pages which shown all information, such as input, battery, output, loading, software version, temperature,
and etc. If there have alarm condition, display will add 1 more page to show the alarm information. If the UPS have
fault, the default display will turn to the Fault code page automatically. The home page default display will show the
fault or alarm information. When UPS keeps normal working, the home page default display will show the output

voltage and frequency information.

Press » (right botton) more than 2 sec, LCD will turn to the polling mode. Every 2 sec the shown display will turn
page. Press » long time, LCD will turn out of the polling mode.

LCD Display 1: UPS input & output voltage

LCD Display 2: UPS input & output frequency
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LCD Display 3: Battery voltage and capacity LCD Display 4: Output voltage and Output active power

. — - = = ——
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"
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LCD Display 5: Output voltage and output complex power LCD Display 6: Output voltage and load percentage

=33~ JC 71 = _
CJ 1 g g L

-— %
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r 1
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LCD Display 8: connected battery quantity

orc” [

L2 ]

3.7 Function setting

e01: Output Voltage

LCD Display Setting

1. Press the function setting button (<1 Jover 2 sec, then go to the setting
page. Press the page-turning buttons till the setting page of output
voltage, and the words “OPU” flashing.

2. Press confirm button ( -1 )0.5~2 sec, then go to the setting page of

-‘ -' '-'m n '_' ' ‘ Output voltage OPU. The “OPU” words light on, and the the numbers by the]
— e’ " left side of OPU keeps flashing. Press page-turning buttons (<) or (»)
L '_ u ’_‘ ’ ’_' 0.5~2 sec, choose different output voltage value. The optional voltage
value are 208V, 220V, 230V, and 240V. The by default output voltage is
* 220V. Please save after setting.

3. Turn to the voltage value which you need, and press confirm button( . )
0.5~2 sec, then finish the OPU setting. The number by left side of OPU will
keep light on, no flashing.

4. Press functional setting button ( 1) over 2 sec, quit the setting page
and back to the home page. (Or no operation, waiting more than 30 sec.,
the page will come back to home page automatically)

Note: When the output voltage setting with 208V, the output needs to
decrease related to 90%.
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002: Other functional setting

02-1: Expert Mode (EP)

LCD Display

Setting

OFF EP

an EP

"

The Expert Mode setting with ON, then go to the functional setting
page again. The functional setting will show battery QTY (PCS), EPO,
charging current and other items can be chosen. When the Expert
Mode setting with OFF, functional setting page will show only the
general options.

Note: The Expert Mode default to OFF. When setting as ON then
re-connected the AC power, the EP can be recovered as OFF.

02-2: Battery Low voltage shutdown point/ End of Discharge voltage (EOD)

LCD Display

Setting

JEF_E0d

5" E0d

*

£

The options of EOD setting are dEF, 9.8V, 9.9V, 10V, 10.2V, 10.5V.

By default, the EOD is dEF

(The EOD will be changed according to loading condition.
10.5V@ Loading<25%, 10.2V@ 25%< Loading< 50%,
10V@ Loading >50%)

02-3: Economic Operation Mode (

ECO)

LCD Display

Setting

OFF ELCO

CJ
=2
m
A
C3

ECO is OFF by default, can be set as ON to improve the efficiency of
system operation.

Note: For the models with PF<1, OFF by default, and unable to set.

Deutsche Power Co.
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02-4:Emergency shut down(EPO)

LCD Display Setting

OFF EPO

When EP is set to ON, the EPO option appears on the function Settings
page,emergency shutdowns can be set.Emergency shutdown function
default that plug EPO terminal valid (OFF), can choose to plug EPO
terminal valid (ON).

Bn E PB Note: After EPO action, emergency shutdown, close all outputs
immediately.
i

02-5:Battery quantity(PCS)

LCD Display Setting

When EP is set to ON, the PCS option appears on the function Settings
page, will enter the password page, enter the password (the general
password is 135), you can set the number of batteries.The battery
'5 P r S number system defaults to 16pcs, which can be set to 16/18/20pcs.

02-6:Charger Current(CHG)

LCD Display Setting

A
iy
cT

When EP is set to ON, the CHG option appears on the function Settings
page,charger current can be set,1-12A optional, default 1A ; Noted:If UPS|
bulit-in batteries, the charger current default 1A, and can’t be change.

My
A
X
cT
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02-7: Input Neutral and Live cable reverse alarm function

LCD Display Setting

1 1 ar
orFF LOLC
*

Input Neutral and Live cable reverse alarm mode
closed by default, can choose to open to improve

the safety of the system.

Notice:
a1 nr oneer ,
o [y Factory settings default closed, please open if
* you need.
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4.Warning code/fault code and solution

4.1 Warning code and solution

When the “A\* symbol on the UPS LCD flashes, the UPS is in alarm state. Press the
page turn key to the error state page (refer to 3.5), observe the alarm code and
make appropriate processing according to the table below.

Alarm Code Indication Possible reasons Treatment measure
: 1.Do not connect with battery | 1.Check the connection of battery.
1 No battery connection 2.Battery damage 2.Change the battery
The battery voltage is less .
> After the battery has been set for a period
Battery low voltage than the low voltage warning of time, it can be turned on again. The built-in
y 9 oint. The battery discharge
i"sbelbwthe alarr¥1 point 9 charger can be turned on to charge the battery,
1.Input Neutral and Live
) cableis reversed. 1.Reverse the Neutral and Live cable.
4 Input Neutral and Live | 2.Input ground cableis not | 5" jnpyt+B3:C14output ground cable
cable is reversed. connected. ) ensures good connection.
3. Output ground cable is
not connected.
UPS detects high battery Check that the battery quantity setting is
8 Battery over voltage voltage consistent with the actual battery quantity.
9 Charger failure Abnormal charger hardware Contact with supplier
1.Fan fault
izs'f;:;g:ecém UPS rear panel 1.Check the rectifier fan
10 3 Overloaa 2.Remove UPS back plate obstruction
Over temperature alarm 4.NTChardware abnormal or i.l(?h:ckthe load
connection abnormal -If the above treatment cannot be solved,
5.Power device IGBT is contact the supplier
damaged
12 Fan fault ;E:: :;'r'(;‘g;;"aosnemmal Check the fan and connection
13 AC fuse open Fuse blown Contact with supplier
14 EEPROM fault EEPROM Chip damage Contact with supplier
21 Over-load gg‘igad exceed rated Check the load
29 3 times consecutive 3 times consecutive Shut down and restart UPS
overload locks overload locks
. 1. Release EPO button
23 EPO action Press EPO button 2.Check the wiring harness on EPO button
24 Maintenance switch action gr:s?eacl’ntenance switchis Release maintenance switch

4.2 Fault code and solution

When the "FAULT" is long bright, and “A\” symbol on the UPS LCD flashes, the UPS
isin fault state.UPS automatically switches to the error status page (refer to 3.5) to
observe the fault code and make appropriate processing according to the following

table.
Fault code Indication Possible reasons Treatment measure
1.AC abnormal i
1 Bus boosting soft start fail |2.Abnormal soft-starting Check the Main, if all normal please contact
S with supplier
circuit of bus
1.AC abnormal in
2 Bus over voltage 2.Software processing error Snzcslztphpe“l(\aﬂraln, if all normal please contact
3.BUS capacitance fault

Deutsche Power Co.
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Fault code Indication Possible reasons Treatment measure
1. city electricity is too low . P
3 Bus under voltage 2. software processing errors PtlJease check the city electncnyz if no any
3.BUS capacitor failure abnormal, please contact supplier
1. Fan failure
2.The airduct on the rear 1.Please check the rectifier on the fan;
panel of the UPS is blocked 2. Clean the obstacles on the air duct of the
3. Overload rear panel of the UPS;
7 Over temperature P
P 4.NTC hardware abnormality | 3. check the loads;
or abnormal wiring 4. if all of above can not be solved, please
5. Power device IGBT contact supplier;
damaged
8 Battery relay short circuit S:rfggzb”RLS hardware please contact supplier
1.city electricity is abnormal Please check the cit Py
. . y electricity, if no any
9 Bus relay soft start fail 2.Busbar starts and loop in abnormal, please contact supplier;
abnormal
1.Some hardware of Inverter
17 Inv soft start fail is damaged; please contact supplier
2.Control panel is failure
1.Some hardware of Inverter
18 Inv output over voltage is damaged; please contact supplier
2.Control panel is failure
1.Some hardware of Inverter
19 Inv output under voltage is damaged; please contact supplier
2.Control panel is failure
1.Some hardware of Inverter 1. Check if short circuit caused on the output
- - : of UPS
20 Inv short circuit ?girtni%Zﬂbrtcircuit 2. Check if the loads is short circuit
: P 3.if no any abnormal, please contact supplier
26 Negative power protection :Hvi);f;ss reverse to the Check the loads and if no any abnormal,
(output with AC input fail) 2. Overload abnorma please contact supplier;
33 Inv relay or SCR open circuit
Relay RL8 is damaged please contact supplier
34 Inv relay or SCR short circuit
35 Bypass relay or SCR open circuit
Relay RL4/RL6 is damaged please contact supplier
36 Bypass relay or SCR short circuit
. Reverse wiring on input and Please check the wiring harness of input
37 1/0 connection reversed output and output
1.output of Charger short
39 Charger short circuit circuit please contact supplier
2.Charger hardware abnormal
1.overload too much 1. Check if the load is within the specified
66 Over load fault 2.The voltage reduction range
causes the system rated 9 B
power to decrease 2Check if the pressure has been reduced
: 1.Hardware error 1. Check whether the battery wiring or battery
67 ghletlrglng over\t/_oltage or d 2.Number of Battery wrong number meets the requirements
attery connectionreverse 3.Wiring wrong 2.if no any abnormal, please contact supplier
. . 1.Restart machine;
68 Unknown machine model | Software version error 2.ifno any abnormal, please contact supplier:
1 Hardware error 1.Check whether the battery wiring or battery
72 Charger over current . number meets the requirements
2.Battery abnormal 2.if no any abnormal, please contact supplier;
. 1.Restart machine;
73 No bootstrap Software version error 2.ifno any abnormal, please contact supplier;
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Treatment measure

Fault code Indication Possible reasons
81 Unknown battery QTY setting|Number of Battery wrong
Number of Battery setting
Battery QTY setting wrong and can not be
82 matched with software

matching error

setting

1.Check whether the battery number meets
the requirements

2.Check if the configuration of the battery
jumper cap is the same as the software
setting

4.3 Common faults and trouble shooting

Problem or errors

Number Description Reason Solution
No Input power Check if the input wiring harness of UPS is
Connect to city electricity, in well connection
1 and no display on LCD

display panel

Input voltage under voltage
oroverload

Use voltage meter to check the input voltage
ifin normal or meets the requirements

City electricity in normal,
noAC current Input

2 indicator, UPS is stil

working in battery mode

UPS power switch is still off

Press UPS city electricity power switch on

The wiring harness is loosen
orin poor connection

Check the input wiring harness if in normal

3 UPS no display error, but The wiring harness is loosen | Make sure the wiring harness in well
no output voltage orin poor connection connection
Press button to shortly Press_gd over 5 seconds, hear “Di” sound
4 Press ama button, UPS did
not start
overloads Remove all loads and restart machine
. . - . Use a multimeter to check the input voltage,
5 With City electricity, butno [Mains voltage or frequency whether the input frequency meets the

City electricity indicator

over UPS input range

requirement

The battery discharge time
6 is lower than the standard
time

The power of battery has been
used

Change new battery

The battery did not charge in
full

Charge the battery more than 8 hours under
normal city electricity,then retest it

Abnormal sound or smell
7 come out from the inside
of UPS

Inner of UPS may be damaged

Please immediately turn off the UPS, cut off
the power input, and contact the customer
service center for technical support

Battery mode display
yellow light, long buzzer

8 sounds, battery capacity is
insufficient, ready to shut
down

The power of battery is low,
UPS is ready to shut down,
and the loads will be cut off

1. Save the data on the loads immediately
and complete shutdown the important loads
to avoid data loss or damage.

2. Immediately connect the UPS input
terminal to the standby AC power supply
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5.Battery Maintenance & Repair

eThis series of UPS only needs very little maintenance.The batteries of the standard machine are seal type and no
need to maintain frequently. But also keep charging to get the excepted battery life.UPS keep charging when it is
connecting to AC,no matter on/off.And if also have function of over charging and overload protection.

elf you don’tuse UPS for along time,you should charge the UPS every 4-6 months.In the areas of high temperature,
battery should be charging and discharging every two months ,the charging time should not be less than 12 hours.

eln normal circumstances, service life of the battery is 3-5years , If the battery is found to be in poor condition, it
must be replaced in advance.When replacing the battery, it must be done by a professional.

eWhen replacing the battery, follow the principle of quantity Model consistent and model Model consistent.

eThe battery should not be replaced individually and when it replaced as a whole should be according to the battery
supplier's instructions.

eln normal circumstances(under the condition of UPS with little back up power),the battery should be charged and

discharged every 4-6 months.Keep discharging before UPS shut down then keep charging. the standard machine
charging time should not less than 12 hours.

Product are subject to change without notice.
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User Manual

6. Internet and cable connections

This series is equipped with an intelligent slot for Web power (optional
accessory) or other optional card to achieve remote management of the UPS.

Please contact your local distributor for further information.

Description of communication interface

1) The standard RS232 port is applicable to communicate with computer.
Description and pin assignment of RS232

Baud rate: 2400bps

1
Data bit: 8 bit 6
Ending bit: 1bit Txd ——=—2 2
Parity bit: None Rxd =<3 8
DB-9 pin assignment: 4 3
- <15
!
GND
RS232 Interface
Pin number Function description 1/0
3 Rxd Input
2 Txd Output
5 GND Ground

2) User enables to monitor and manage the UPS through installed the AS400
card (optional).

PIN1

PIN6

: UPS failure (normally open, active close)
PIN2:
PIN3:
PIN4:
PINS:
: Bypass active (relay close)
PIN7:
PINS:
PINO:

summary alarm
ground

Remote shutdown
Common

Battery low
UPS On (relay close)
Utility Power failure (normally open, active close)
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User Manual

—  UPS FAIL %
60| BYPASS
" SUMMARY ALARM oo - |
70| BATTERYLOW "j— |
GHND 0380 UPS ON |
REMOTE SHUTDOWN |
90| LINE FAIL e
COMMON
C 05
AS400 Interface

e This series UPS only requires minimal maintenance. The battery used for
standard models is valve regulated sealed lead-acid maintenance free battery.
These models require minimal repairs. The only requirement is to charge the
UPS regularly in order to maximize the expected life of the battery. When
being connected to the utility power, whether the UPS is turned on or not,
the UPS keeps charging the batteries and also offers the protective function
of overcharging and over discharging.

e The UPS should be charged once every 4 to 6 months if it has not been used
for a long time. In the regions of hot climates, the battery should be charged
and discharged every 2 months. The standard charging time should be at
least 12 hours.

e Under normal conditions, the battery life lasts 3 to 5 years. In case if the
battery is found not in good condition, earlier replacement should be made.
Battery replace event should be performed by qualified personnel.

e Replace batteries with the same number and same type of batteries.
e Keep the ambient temperature between 15°C and 25°C

e Do not replace the battery individually. All the batteries should be replaced at
the same time following the instructions of the battery supplier.

e Normally, the batteries should be charged and discharged once every 4 to 6
months. Charging should begin after the UPS shuts down automatically in
the course of discharging, the standard charging time for the standard UPS
should be at least 12 hours. Discharge the battery with the load more than
50%.
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MODEL 6K | eKL 10K 10KL |
Rate Capacity 1.0 6KVA/6KW 10KVA/10KW ‘
INPUT

Input formats L+N+PE

Rated input voltage 208/220/230/240VAC

Voltage range

110~300VAC,110~176VAC,276~300VAC(power limited)

Frequency range

50/60+6Hz(Default), +10HZ(Adjustable)

Input power factor

20.99

Input Harmonic distortion

<5% THD(linear load), <8% THD(non-linear load)(PF=0.8)

OUTPUT

Output formats L+N+PE
Output voltage 208/220/230/240VAC
Output accuracy +1%

Output frequency

Online mode:according to AC frequency ,Battery mode:50/60Hz+0.1%

Output Harmonic distortion

<2% THD(linear load), <5% THD(non-linear load)(PF=0.8)

Output Power Factor

Switching Time

Oms,ECO Mode to Battery Mode 2ms

Load Capacity

AC Mode: Battery Mode:

30min@102%~110% Load
10min@110%~130% Load
30s@130%~150% Load

10min@102%~110% Load
TMin@110%~130% Load
10s@130%~150% Load

500ms@>150% Load 500ms@>150% Load

Machine Efficiency

AC Mode

Maximum efficiency 95.5%, Full load effciency 95%

Battery Mode

Maximum efficiency 95.3%, Full load effciency 94.8%(20pcs batteries)

Charger

Battery Type

Lead acid battery

Battery Quantity

Charging Current

Charging Mode

Two/Three Period Charging

Ambient Parameters

Working ambient temperature|

0~40°C

Working ambient humidity

20%~95% ( No Condensation)

Storage temperature

-15~60°C(Battery:0~40°C)

Altitude

<1000m,Derating at above 1000m,maximum 4000m,Refer to IEC62040

Noise level

<50dB
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9.1 EMC
Item Standard Level
ESD IEC61000-4-2 LEVELA4
RS IEC61000-4-3 LEVEL3
EFT IEC61000-4-4 LEVELA4
Surge IEC61000-4-5 LEVELA4

1. All products are manufactured and tested to comply with the limits of
CNS-13438 Class B standard.

2. All products are manufactured and tested to comply with the following EMC
standards:

FOR 1/2/3 KVA UPS products comply with:

EN50081-1/ EN55022 Class B
EN50082-1/IEC801-2 LEVEL 4
IEC801-3 LEVEL 3
IEC801-4 LEVEL 4
IEC801-5 LEVEL 2
(1) 1000VA, 2000VA, and 3000VA (220V -version) products comply with:
FCC Part 15 Class A
IEEE587 Class A
(2) The products of 3000VA (220V -version) are Class A digital devices.

FOR 6K/10K/15K UPS products comply with:

EN62040-1-1 (Safety)

Conducted Emission: EN50091-2: Limits for UPS which have arated

output current exceeding 25A (25~100A)

Radiated Emission: EN50091-2: Limits for UPS which have a rated
output current exceeding 25A (25~100A)

EMSENG61000-4-2(ESD)......c.oviiiiniiiininannenn. Level 4
EN61000-4-3(RS)...envnieiiiieieiaiaianen, Level 3
EN61000-4-4(EFT).....oenieiiiiiiiaene, Level 4
EN61000-4-5(Lightning Surge).............. Level 4

EN61000-2-2 (Immunity to low frequency signal)

I Deutsche Power Co. Page 35 I



User Manual

9.2 Safety

Comply with GB4943-2001, IEC62040-1 and CE requirements.

9.3 Industry Standard

Comply with EN62040, YD/T 1095-2000 requirements.

WARNING

This equipment has been tested and found to comply with the limits for a Class B

digital device, pursuant to Part 15 of the FCC Rules. These limits are designed to

provide reasonable protection against harmful interference in ar esidential

installation. This equipment generates, uses, and can radiate radio frequency

energy, and if not installed in accordance with the manufacturer’s instructions,

may cause harmful interference to radio communications. However, there is no

guarantee that interference will not occur in a particular installation. If this

equipment does cause harmful interference to radio or television reception,

which can be determined by turning the equipment off and on, the user is

encouraged to try to correct the interference by one or more of the following

measures:

e Reorient or relocate the receiving antenna.

e Increase the separation between the equipment and receiver.

¢ Connect the equipment into an outlet on a circuit different from that to which
the receiver is connected.

¢ Consult the dealer or an experienced radio/TV technician for help.
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10. APPENDIX

Consignment Lists

Model Type

Accessories

z
e

Standard Model

Machine

Intelligent monitor software CD

User Manual

Serial communication cable

Long backup time
Model

Machine

Intelligent monitor software CD

User Manual

External Battery Cable

Serial communication cable

[N VY (RN WS (NN NN [FUNI SN U

Deutsche Power Co.

Page 37




1.3 Specification

MODEL 1K | KL | 2K | 2KL 3K | 3KL
Rate Capacity TKVA/MKW 2KVA/2KW 3KVA/3KW
INPUT

Input formats L+N+PE

Rated input voltage 208/220/230/240VAC

Voltage range

110~300VAC,110~176VAC,280~300VAC(power limited)

Frequencyrange

50/60+6Hz (default),+10Hz(Settable)

Input power factor

=0.99

Input Harmonic distortion

<3% THD(linear load),<5% THD(non-linear load) (PF=0.8)

OUTPUT

Output formats L+N+PE

Output voltage 208/220/230/240VAC

Output accuracy +1%

Output frequency Online mode:accordingto AC frequency ,Battery mode:50/60Hz+0.1%

Output Harmonic distortion

£1% THD(linear load),£3% THD(non-linear load)

Output Power Factor

1

0.8

Switching Time

AC Mode to Battery Mode Oms , Inverter to Bypass 4ms(Typical)

Load Capacity

AC Mode:
30min@102%~110% Load
10min@110%~130% Load
30s@130%~150% Load
200ms@>150% Load

Battery Mode:
1min@102%~110% Load
10s@110%~130% Load
3s@130%~150% Load
200ms@>150% Load

Machine Efficiency

AC Mode

Fullload efficiency94.5%@220VAC

Full load efficiency95.5%@220VAC

Full load efficiency95.5%@220VAC

Battery Mode Fullload efficiency89.5%@36VAC| Full load efficiency91.5%@72VAC|  Full load efficiency91.5%@96VAC
Battery Mode Fullload efficiency89.5%@?24VAC| Fullload efficiency91.5%@48VAC|  Full load efficiency91.5%@72VAC
Charger

Battery Type Lead acid battery

Battery Quantity 7ahx2 | 36V | 7anx4 | 72v | 7Anxe | 96v | gAnxs

Charging Current

1K,2K.3K:1.0A(default), 1~2A(Settable)External battery pack;
1KL,2KL.3KL:5.0A(default),1~12A(Settable).

Charging Mode

Two/Three Period Charging

Ambient Parameters

Working ambient temperature|

0~40°C

Working ambient humidity 20%~95% ( No Condensation)

Storage temperature -15~60°C(Battery:0~4C0°C)

Altitude <1000m,Derating at above 1000m,maximum4000m,Referto IEC62040

Noise level <50db

Gross weight Standard case 9 5 17 9 21.4 9 —_—
(kg) Small case 8.5 4.5 15 8 23.2 8 16.5
Machine size | Standard case | 345%144*225 395190325 395*190*325 —
(mm) Small case 285*144%225 395%144%225 460*190*335|395*144*225| 395*144*225

Communication Interface

Interface

One USB, one RS232, one EPO

Standard and Approvals

EN/IEC 61000,EN/IEC62040,GB/T7260,GB/T4943,YD/T1095,TLCetc.

]
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Connector

c tor T Rs232,Extensible SNMP CARD,USB,Dry-contact card, EPO
onnector fype connector,Maintainance Connector.

Standard and Approvals
EN/IEC 61000,EN/IEC 62040,GB/T 7260,GB/T 4943,YD/T1095,TLC etc.

Load at altitude = Rated Power x Derating factor(Altitude corresponding)

Altitude(m)

Derating factor

& Notice:If the machine is used at above 1000m,Diminishing ratings output must be
used,please refer to above table for derating factor.

Because UPS model's parameters is different, so the product weight is different, please according
to the physical object. If necessary, please consult with the sales.
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Connector

c tor T Rs232,Extensible SNMP CARD,USB,Dry-contact card, EPO
onnector fype connector,Maintainance Connector.

Standard and Approvals
EN/IEC 61000,EN/IEC 62040,GB/T 7260,GB/T 4943,YD/T1095,TLC etc.

Load at altitude = Rated Power x Derating factor(Altitude corresponding)

Altitude(m)

Derating factor

& Notice:If the machine is used at above 1000m,Diminishing ratings output must be
used,please refer to above table for derating factor.

Because UPS model's parameters is different, so the product weight is different, please according
to the physical object. If necessary, please consult with the sales.
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